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This layout is a spatial evaluation for an estimation of what a ground mounted solution could be.  The size of the solution or land is subject to change after a formal site visit has occurred which includes a survey of the property with land topography and obstructions taken into account.
June 21st, 2011 Joel Lachapelle OICI-2010-0071

Existing Site Plan Legal:

Rev # Date Description
1 06/15/2011 1st Revision to Existing Site Plan

    Location
45-00'20.90"N
74-58'26.66"W

PT Lot 3 and PT Block "C"
Township of South Stormont
The United Counties of Stormont, Dundas and Glengarry

15041 Colonial Dr.
Ingleside, ON.
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This layout is a spatial evaluation for an estimation of what a ground mounted solution could be.  The size of the solution or land is subject to change after a formal site visit has occurred which includes a survey of the property with land topography and obstructions taken into account.
July 14th, 2011 Joel Lachapelle OICI-2010-0071
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1 04/02/2011 Additions made to layout.
2 04/29/2011 Revised to include easement and 100 yr. flood plain.
3 06/08/2011 Revised layout based on change in 100 yr. flood plain.
4 06/09/2011 Included CNR Tracks and HONI Dist. Line. Revised PCC and POC Location.

5 06/15/2011 Revised watercourse setback.

Notes

- 10MW AC (12.01MW DC) system shown. 52,260 panels @ 230W
each.

- Rack offsets are based off a 35 degree module tilt angle and 15
degree sun angle with UNIRAC's IGM system.

- Modules facing  perfect south.

- Incoming power distribution location is situated North West of the
property.

- 20*500KW AC Satcon Inverters have been indicated on the layout.

- Incoming Transmission line is shown in blue. Feeder Name:
24M27, Voltage: 44kv.

- Project area is setback 30m from the southern watercourse.

- Access roads are a standard single lane width of 3.67m wide. With
an additional half meter of buffer space on either side.

- Access road to follow Tap line. Standard 3.657m wide with 1m
buffer space.

6 06/21/2011 Revised watercourse setback, floodplain, and legend
7 06/22/2011 Revised legend
8 07/14/2011 Revised Tap Line












